A regenerative elastocaloric device: Experimental results

Engelbrecht, Kurt; Tusek, Jaka; Eriksen, Dan; Lei, Tian; Lee, Chong-Yi; Tušek, Janez; Pryds, Nini

Published in:
Journal of Physics D: Applied Physics

Link to article, DOI:
10.1088/1361-6463/aa8656

Publication date:
2017

Document Version
Peer reviewed version

Link back to DTU Orbit

Citation (APA):
A regenerative elastocaloric device: Experimental results

Kurt Engelbrecht¹,*, Jaka Tušek², Dan Erikse³, Tian Lei¹, Chong-Yi Lee⁴,⁵, Janez Tušek², Nini Pryds¹

¹Department of Energy Conversion and Storage, Technical University of Denmark, Frederiksborgvej 399, DK-4000 Roskilde, Denmark
²Faculty of Mechanical Engineering, University of Ljubljana, Aškerčeva 6, 1000 Ljubljana, Slovenia
³Department of Energy and Environment, National Institute of Applied Sciences of Lyon, 69100 Villeurbanne, France

Abstract

Elastocaloric cooling and heating is an alternative cooling technology that has potential to be highly efficient and environmentally friendly. Experimental results are reported for two elastocaloric regenerators made of NiTi alloys in the form of parallel plates in two plate thicknesses. For the regenerator made of 0.2 mm plates, a maximum no-load temperature span of 17.6 K was achieved for an applied strain of 4.3 %. For the regenerator with 0.35 mm plates, a maximum temperature span of 19.9 K was reached for a strain of 3.5 %. The 0.2 mm regenerator failed after approximately 5200 cycles and the 0.35 mm regenerator failed after approximately 5500 cycles.

Keywords: Elastocaloric refrigeration, regenerator, superelastic,

1. Introduction

Elastocaloric heating and cooling is a potentially attractive technology for replacing vapor compression for room temperature cooling applications [1, 2, 3]. The technology is similar to magnetic refrigeration [4] in that it is based on a caloric effect in a solid refrigerant. The elastocaloric effect can be characterized as a change in temperature of a material when uniaxially strained. The strain causes the crystal structure to transform from

*Corresponding author: Kurt Engelbrecht
Email address: kuen@dtu.dk (Kurt Engelbrecht)

July 23, 2017
austenite to the lower energy martensite phase, which increases the material temperature when the process is performed adiabatically. When the strain of the material is coupled to a synchronized fluid flow, a regenerative cycle is realized. Elastocaloric cooling has been suggested as the most promising technology for energy savings in refrigeration and air-conditioning applications by a recent report [5] and increased research into its application for room temperature applications has also been suggested [6, 7]. Although the technology has a large potential, devices operating under commercially relevant conditions have not yet been reported, and the technology remains relatively immature.

The elastocaloric effect is generally associated with superelasticity and the shape memory effect. Materials that exhibit a significant elastocaloric effect near room temperature include shape memory alloys, such as Ni-Ti-based alloys [8, 9, 10, 11], Cu-based alloys [12], and Fe-based alloys [13], shape memory polymers [14], including natural rubber [15, 16], and magnetic shape memory alloys [17]. Metallic elastocaloric materials are generally considered more attractive due to their higher densities, but natural rubber and shape memory polymers require lower forces to achieve high elastocaloric effects, which may make them more suitable for some applications. Multi-caloric systems potentially exhibit higher performance than pure elastocalorics, such as combining the electrocaloric effect with an applied strain [18], but no experimental applications of devices exploiting these effects have been reported to date. The system in this article uses Ni-Ti alloys as the refrigerant because they are commercially available and exhibit a high elastocaloric effect, with an adiabatic temperature change of 16 K or higher [19] and an isothermal entropy change upon strain of 30 J/g [20, 21]. A major drawback of Ni-Ti is a relatively low fatigue life for operating conditions that are relevant to elastocaloric cooling [22]. Ref. [23] reported that polycrystalline samples of Ni-Ti-Cu-Co have been shown to last over 10 million cycles, and the material has the potential to solve the problem of fatigue.

Although elastocaloric cooling is a relatively new research area, there are several devices reported. The elastocaloric effect can be triggered by either compression or tension, and devices operating on each principle have been reported. Devices based on straining a single plate in tension and using it to directly cool a load have been presented by [24, 25]. A maximum temperature span of 7 K was reported for a Ni-Ti plate by [25] and a maximum temperature span of 9.4 K was reported by [26]. A system based on compression of Ni-Ti tubes was reported by [2], with a maximum temperature
span of 1.5 K. A microcooler based on a single sputtered elastocaloric film in tension achieved a temperature span of 4.2 K for NiTi and 3.5 K for Ni-Ti-Cu-Co [19]. These systems generally use some type of thermodynamic cycle, with the exception of the device reported in [2], where the entire elastocaloric material undergoes essentially the same cycle. The system used in this article, however, uses a regenerative cycle where a temperature gradient develops along the active material. Active regenerator cycles have long been used in magnetocaloric cooling to accept a cooling load over a temperature span many times higher than the adiabatic temperature change with magnetization of the active material and also allows multiple materials with Curie temperatures tuned to their local operating conditions to be used [4]. A regenerative cycle is proposed for elastocaloric systems for the same reasons: it allows the device to operate at temperature spans higher than the adiabatic temperature change of the material. It also allows multiple materials to be used in a single regenerator, as has been proven to be beneficial for magnetocaloric systems. This paper presents updates to a previously reported system [27], including new results for the previously tested Ni-Ti regenerator. A second Ni-Ti regenerator with thicker plates and an overall larger mass is also presented. The results show how the amount of elastocaloric material, applied strain and fluid flow profile affect system performance. Both regenerators were run until failure, and both failed between 5000 and 6000 cycles.

2. Background and Experimental setup

The regenerative elastocaloric setup used for testing in this work has been previously reported[27], with a maximum temperature span of 15.3 K for an applied strain of 3.4 %. The system has been modified to give more flexible control of the fluid flow and to reduce the total mass of fluid by reducing the pipe length between the regenerator and displacers and external heat exchangers. Both regenerators were built from a stack of Ni-Ti plates that were laser welded into a monolithic regenerator. The first regenerator was made of 0.2 mm plates with a total of 9 plates and a spacing of 0.2 mm, for which experimental results were previously reported[27]. The second was made from 10 plates of 0.35 mm thickness with a spacing of 0.35 mm.

The active elastocaloric regenerator cycle consists of four steps and is described in more detail in [3]. The system consists of an elastocaloric material in a porous structure in thermal contact with a hot and cold fluid reservoir.
Figure 1: Illustration of the active elastocaloric regenerator cycle (a) and a photo of the experimental setup (b). WR is the hot reservoir, CV is a check valve, LA is the linear actuator, CHX is the cold heat exchanger, HHX is the hot heat exchanger, and CYL is a fluid displacer. The cold reservoir is comprised of the fluid volume entrained in CHX and piping connecting it to the regenerator.

First the material is strained, causing it to increase in temperature. Then while the regenerator remains strained, fluid flows from the cold reservoir to the hot, which results in a heat transfer to the hot reservoir while the elastocaloric material is cooled. The strain is then released, causing the material to reduce in temperature. Finally, fluid flows from the hot reservoir to the cold reservoir while the strain remains constant. Because the temperature exiting the regenerator is lower than the cold fluid reservoir temperature, the fluid can cool the desired space or system. The cycle needs not necessarily be broken into four distinct steps. In the results section, the effects of overlapping the fluid flow process with the straining process is studied.

The regenerators are constructed by cutting sheets of Ni-Ti into dog bone shapes with an active width of 10 mm. The strain in the plate was measured by the displacement of the mechanical actuator, and since the applied strains are quite high in these experiments the effective length of active material is difficult to define. Strain is based on the equivalent gauge length of 70 mm [27]. The regenerator is constructed by stacking the dog bone plates with a
Table 1: Summary of the thin plate regenerator (REG1) and the thicker plate regenerator (REG2).

<table>
<thead>
<tr>
<th>Parameter</th>
<th>REG1</th>
<th>REG2</th>
</tr>
</thead>
<tbody>
<tr>
<td>Material (wt%)</td>
<td>Ni_{55.8}Ti_{44.2}</td>
<td>Ni_{50.0}Ti_{44.0}</td>
</tr>
<tr>
<td>Austenitic finish temperature</td>
<td>280 ± 5K</td>
<td>264 ± 5K</td>
</tr>
<tr>
<td>Mass of active material</td>
<td>5.8 g</td>
<td>12.8 g</td>
</tr>
<tr>
<td>Specific heat ((c_s))</td>
<td>430 J/kg-K</td>
<td>430 J/kg-K</td>
</tr>
<tr>
<td>Plate thickness</td>
<td>0.2 mm</td>
<td>0.35 mm</td>
</tr>
<tr>
<td>Porosity</td>
<td>0.5</td>
<td>0.5</td>
</tr>
<tr>
<td>Number of plates</td>
<td>9</td>
<td>10</td>
</tr>
<tr>
<td>Regenerator length</td>
<td>50 mm</td>
<td>50 mm</td>
</tr>
<tr>
<td>Regenerator width</td>
<td>10 mm</td>
<td>10 mm</td>
</tr>
<tr>
<td>Heat transfer fluid</td>
<td>water</td>
<td>water</td>
</tr>
</tbody>
</table>

spacer the same thickness as the plates between the dog bones at the clamping area. The entire stack is then laser welded into a single structure shown in Fig. 2, as described in [27]. Two regenerators were tested, and they are summarized in Table 1. Both Ni-Ti alloys were supplied by Memry GmbH.

The first regenerator (REG1) is constructed from 0.2 mm plates that have a higher austenitic finish temperature, \(A_f\), than the 0.35 mm plates used in REG2. The higher \(A_f\) means that REG1 was operated at higher temperatures in order to ensure that it was always in the austenitic state when no strain was applied. REG2 has a larger active mass of elastocaloric material and requires more force to transform the regenerator. REG1 required approximately 6 kN to transform the material to martensite during training, while REG2 required approximately 12 kN. The force required during operation depends on strain rate, temperature and operating conditions. The larger mass of REG2 means there is more elastocaloric effect to cool the fluid in the system and overcome heat leaks to the environment. Finally, REG1 has a lower surface area for heat transfer because it uses fewer plates than REG2, but since the plates are more closely stacked, the heat transfer between the solid and fluid is higher for REG1. REG1 is expected to perform better as a regenerator, although the lower mass of active material means the expected cooling power would be correspondingly lower.

Before the regenerator is mounted in the system, each regenerator was trained for 300 cycles by slowly applying a strain. Training Ni-Ti alloys has been shown to improve the uniformity of the elastocaloric effect over the
entire plate, especially at strains below full transformation [22], which is important because all experiments reported here use a partial transformation of the plate. After training, fluid flow ports are attached near the clamping areas, and the regenerator is wrapped with flax fiber impregnated with silicone in order to give a housing that is able to flex in the direction of strain application but can withstand the pressure force during the fluid flow periods. More details about the system design and regenerator preparation are given in [27]. The strain is applied by a Zwick Roell EZ030 mechanical tester that can apply a maximum force of 30 kN. Forces were measured with an Xforce K load cell with a 30 kN capacity. Fluid flow is provided by a linear actuator coupled to two fluid displacers with check valves to control the flow direction through the system, and water is used as the heat transfer fluid. Temperatures are measured using calibrated thermocouples placed directly in the fluid flow at the inlet and outlet of both the cold and hot fluid circuits. The temperature span is defined as the difference between the temperature of the fluid exiting the hot end of the regenerator and the fluid exiting the cold end once steady state operation has been achieved. Thermocouple locations are marked in Fig 1(a) and the temperature span is the difference between $T_4$ and $T_3$ in the schematic. The experimental setup has been modified from that reported in [27] by reducing the diameter of the displacers from 16 mm to 10 mm and mounting them to a more rigid coupling. The control of the actuator that drives the displacers was also improved, allowing different cycle timing to be tested. The displacers are controlled by measuring the position of the mechanical tester using a magnetic linear encoder and commanding the position of the linear actuator attached to the displacers based on the position of the mechanical tester. The displacers and hot heat exchanger were moved closer to the regenerator to reduce the thermal mass in the tubing connected to the regenerator. Efforts were made to thermally insulate all components that are in contact with the fluid. The reduced displacer volume, shorter piping and improved insulation should reduce the time taken to reach steady state, reduce heat leakage and increase the temperature span.

The best operating strategy for an elastocaloric cooler is not clear. The effect of strain and strain rate on the efficiency of a non-regenerative elastocaloric cycle was performed by [28], but a full study on a regenerative elastocaloric cycle has not been performed. The regenerative cycle adds several degrees of freedom not available to non-regenerative cycles, which are employed in most other devices, such as the fluid flow volume, fluid flow rate and timing of the fluid flow process relative to the strain. To study how fluid
flow timing influences system performance, the normalized strain at which the fluid flow process begins, $\varepsilon_{\text{flow}}$, is introduced:

$$\varepsilon_{\text{flow}} = \frac{\varepsilon_{\text{flow, start}}}{\varepsilon_{\text{max}}}$$

where $\varepsilon_{\text{flow, start}}$ is the change in strain when the fluid flow process starts. During the strain process, this is simply the applied strain, but during the strain release process, it is the difference between the maximum strain and the current strain. $\varepsilon_{\text{max}}$ is the maximum applied strain. $\varepsilon_{\text{flow}}$ varies from 0 to 1, where 1 indicates that the strain process is fully complete when the fluid flow starts. Starting the fluid flow process before the regenerator is fully strained allows the total cycle time to be reduced while maintaining the same fluid flow period. Higher cycle frequency increases the amount of cooling power a given mass of elastocaloric material can absorb and can make the system more compact. The applied strain, strain rate and hold time once the applied strain has been achieved are all controlled by the software for the mechanical tester. The beginning of the fluid flow process was controlled by using the linear encoder to measure the strain on the regenerator. The strain at which the fluid displacers started moving was controlled by the signal from the linear encoder. An example of the strain and fluid flow profiles for a cycle is shown in Fig. 3.

Due to the failure of REG1, flow timing studies were only performed on REG2. It should be noted that the number of cycles before failure is difficult
Figure 3: Applied strain and fluid flow rate for an example cycle with a six second period. The positive fluid flow direction is from the cold reservoir to the hot and $\varepsilon_{\text{flow}}$ is labelled.
to determine for these experiments because many different test actuations of the regenerator were performed in the process of verifying the setup and testing. These test actuations were generally performed without fluid flow so the forces were slightly different than during regenerative cycles. The cycles were also performed over a range of applied strains and strain rates. At steady state, the plate has a temperature gradient in the direction of strain so the cyclical loading of the regenerators in this article are not directly comparable to plates loaded at well controlled constant conditions as usually performed during fatigue testing of shape memory alloy [22].

The fluid flow for regenerators is generally expressed in terms of the utilization, \( U \), as defined in Eq. 2. It represents the ratio of the thermal energy entering the regenerator due to fluid flow compared to the total thermal energy entrained in the regenerator.

\[
U = \frac{m_{\text{flow}}c_f}{m_{s}c_s + m_{f}c_f}
\]  

(2)

where \( m_{\text{flow}} \) is the mass of fluid that flows into the regenerator during one flow period while \( m_{f} \) is the static mass of fluid entrained in the regenerator, \( c_s \) is the specific heat at no strain in the solid (Ni-Ti), \( c_f \) is the specific heat of the fluid, \( m_s \) is the mass of the solid. The values of \( m_s \) and \( c_s \) used are listed in Table 1, and the value of \( c_s \) corresponds to the baseline specific heat away from the transition temperature [29]. The value of \( m_{\text{flow}} \) varies with the displacer stroke. The specific heat of water is assumed to be 4200 J/kg-K based on standard properties.

3. Results and Discussion

3.1. Results for REG1

First, REG1 was tested under similar conditions to those from [27] to test how the modifications to the test setup affect performance. Before installing the regenerator in the experimental setup, it was trained for 200 cycles at a strain rate of 0.000143 s\(^{-1}\) up to a strain of 4 \%, as detailed in [27]. The optimal fluid flow displacement was determined for a strain of 1.7 \% and a piston stroke of 15 mm, corresponding to a 1.2 mL fluid displacement (\( m_{\text{flow}} \) of 1.2 g), was shown to give the highest temperature span. The same procedure was performed for this system previously with the 16 mm displacers. To compare the new setup with the previous, the experiment with an applied strain of 2.9 \% and a cycle time of 4 s was repeated with the updated
setup and a temperature span of 14.9 K was achieved. This compares to an approximately 13 K span previously reported, which indicates that the new setup increases the temperature span of the regenerator by approximately 2 K. Further improvement of the insulation, especially from the regenerator to the mechanical grips could give further improvement to the temperature span. The effect of varying the cycle timing was tested by varying the pause time of the mechanical actuator at the maximum and minimum strain (the time where fluid flow occurs), and therefore varying the total cycle time. Each cycle consists of a 1 s strain application, a pause, a 1 s strain release, and a second pause. The pause time varies from 2 s for the 6 s cycle to 0 s for the 2 s cycle (where there is full overlap in the strain and flow processes). The effect of varying the cycle time is shown in in Fig. 4. The results show that a short pause for the fluid flow improves performance, but additional hold time reduces the temperature span, as the 4 s and 6 s cycles had lower temperature spans. The highest temperature span of 15.6 K was measured for a 3 s cycle.

REG1 was then tested at higher strains than previously reported, up to 4.3 % at the optimized cycle time of 3 s. The increased strain and constant cycle time mean that the strain rate was higher for higher applied strains. The value of $m_{\text{flow}}$ was 1.2 g ($U = 0.85$) and the flow period was 1 s. However, during testing at 3.7 %, two plates failed, as could be determined by the force required to transform the material. Testing of REG1 was continued with only 7 active plates until an additional plate failed at a strain of 4.3 %, and experiments were stopped on REG1. The results obtained before the regenerator failed are shown in Fig. 5. A maximum temperature span of 17.6 K was achieved for REG1. The regenerator failed after an estimated 5200 cycles. As the number of cycles to failure for the entire stack was similar to single plates reported by [22], the failure can likely be attributed to typical fatigue experienced in Ni-Ti plates. After testing was completed the regenerator was inspected and four failed plates were observed. It is impossible to determine which plate failed first. Both outer plates of the stack failed, indicating that the plates that are in direct contact with the clamps may carry more of the mechanical load than the interior ones. The plates all broke somewhere in the middle of the active area, and there is no clear connection between the failure locations and their proximity to the hot or cold reservoirs. Although the temperature span with 7 plates were better than those with 9 plates, the increase is most likely due to the increased strain and does not indicate that the regenerator performed better after two
Figure 4: No-load temperature span as a function of cycle time for REG1.
Figure 5: Temperature span as a function of strain for REG1. Cycle time is 3 s and $U$ is 0.85.

plates failed.

3.2. Results for REG2

REG2 was tested in a similar manner to REG1. Before installing the stack into the device, it was trained for 300 cycles by slowly applying a strain of 3.6% at a temperature of 303 K. The training process deformed several of the plates as shown in Fig. 2, and a 3 kN force was required to pull all plates parallel to each other. Therefore all experiments start from a base force of 3 kN, which is considered 0 strain. The effects of fluid flow and other parameters were tested at lower strains because the regenerator is expected to be able to withstand more cycles, allowing for more investigations. The strain was held constant at 2%, the hot reservoir temperature was set to 298 K, and the utilization was fixed at 0.41. The cycle timing for all experiments
Table 2: Cycle timing for all experiments on REG2.

<table>
<thead>
<tr>
<th>Cycle time (s)</th>
<th>Strain/release (s)</th>
<th>Hold time (s)</th>
</tr>
</thead>
<tbody>
<tr>
<td>3</td>
<td>1</td>
<td>0.5</td>
</tr>
<tr>
<td>4</td>
<td>1</td>
<td>1</td>
</tr>
<tr>
<td>6</td>
<td>2</td>
<td>1</td>
</tr>
</tbody>
</table>

performed on REG2 is given in Table 2. First, the effects of varying $\varepsilon_{\text{flow}}$ for three cycle times was tested, and the results are shown in Fig. 6. For each cycle time the temperature span was improved by starting the fluid flow before the strain/release process was complete, which means that there is fluid flow during part of the strain application and release. The 4 s cycle produced slightly higher temperature spans at higher values of $\varepsilon_{\text{flow}}$, but the highest temperature spans were reached by the 3 s cycle. Results suggest that the shorter the cycle time, the earlier the piston should start in the cycle. For the 3 s cycle, starting the fluid flow early in the cycle can add over 3 K to the temperature span. Based on the results shown in Fig. 6, a value of 0.6 for $\varepsilon_{\text{flow}}$ was used for all following experiments.

The dependence of temperature span on the fluid displacement and cycle time are shown in Fig. 7. As was observed for REG1, the 3 s cycle gave the highest temperature span for most displacements. The best $m_{\text{flow}}$ was still 1.2 g, although it corresponds to a lower $U$ for REG2 because the mass of Ni-Ti is higher. The higher displacements were not possible with the 3 s cycle because the piston actuator could not move fast enough to complete the stroke in the available time.

After the operating conditions were determined, the regenerator was tested at higher applied strains. The cycle time was fixed at 3 s, meaning that the strain rate varies with applied strain. $U$ was 0.41 and $\varepsilon_{\text{flow}}$ was 0.6. For strains above 3 %, the cycle time was longer than 3 s because the grips of the mechanical actuator slipped at the higher strain rates. In these cases, the minimum possible cycle time was used. Although it was shown that operating at lower values of $U$ gives higher temperature spans, they also result in experiments that take longer to reach steady state and require more cycles on the regenerator. Due to the concern of regenerator failure, a higher $U$ value was chosen to allow for more experiments to be run for a given number of cycles on the regenerator. It would be expected that higher temperature spans could be achieved by using a lower $U$, although the regenerator may have failed before the same number of experiments had been
Figure 6: No-load temperature span for REG2 as a function of change in strain when the fluid flow process starts at a utilization of 0.41.
Figure 7: No-load temperature span for REG2 as a function of fluid displacement and cycle time for $\varepsilon_{\text{flow}} = 0.6$. 
completed. The results for the high strain experiments are shown in Fig. 8 for the hot reservoir temperature held at 298 K. High strain results for REG1 are also plotted for reference, but it should be noted that REG1 operated with two broken plates for the high strain results. The temperature span increased from 18.9 K to 19.5 K by increasing the hot reservoir temperature to 308 K and applying a strain of 3.5 %, and a maximum temperature span of 19.9 K was measured for a hot reservoir temperature of 310 K. During the 3.5 % strain test at a hot reservoir temperature of 310 K, a plate in the regenerator failed and the experiments were shut down. Upon disassembly of the system, it was observed that one of the interior plates failed in an area near the middle of the plate. The regenerator failed after approximately 5500 cycles. Fatigue testing was done on the same plates that REG1 was fabricated from using the same polishing technique, and the results were reported in [22]. Fatigue testing of the individual plate gave a similar result as the stack of 10 plates, which indicates that testing of individual plates may give a good representation of fatigue life of a regenerator. The fatigue lives of the regenerators tested here were far too low for practical applications and methods to improve fatigue life of elastocaloric regenerators are needed.

REG2 was able to produce a higher no-load temperature span than REG1; however, it is difficult to know the reason for this. REG1 was tested extensively on the previous setup, which was shown to produce lower temperature spans. The highest temperature spans achieved by REG1 were after several of the plates had failed, so it is possible that REG1 could have given better results than REG2 if it had not failed.

Finally, it was shown that temperature spans measured for this device are higher than adiabatic temperature changes measured on the Ni-Ti material used as a refrigerant [30]. This indicated that a regenerative elastocaloric device can operate at a temperature span higher than the adiabatic temperature change of the refrigerant, as has also been shown for magnetocaloric devices. This is an important result, as it shows that the temperature span of an elastocaloric cooler or heat pump is not limited by the adiabatic temperature of its refrigerant.

4. Conclusions

Experimental results for two flat plate elastocaloric regenerators made of different Ni-Ti plates were presented. It was shown that by reducing the volume of liquid entrained in the system and reducing piping length,
Figure 8: Temperature span as a function of strain for REG2 at higher strains with a hot reservoir temperature of 298 K, $U$ of 0.41, and $\varepsilon_{\text{flow}}$ of 0.6 as well as the results plotted in Fig. 5 for REG1.
the temperature span improved by approximately 2 K for a given strain. Additionally, starting the fluid flow during the straining process was shown to further increase the temperature span by 3 K for a 2% strain while all other parameters were held constant. The regenerator made from 0.2 mm plates (REG1) achieved a maximum temperature span of 17.6 K compared to 15.3 K from previously reported experiments. The regenerator with 0.35 mm plates was shown to achieve a temperature span of 19.9 K at an applied strain of 3.5 %, which is the highest temperature span that this system has achieved to date and the highest reported for an elastocaloric system. The temperature span the device could achieve was shown to be a direct function of the applied strain. Although neither regenerator was tested up to full transformation, indicating that improved performance is possible, testing of both regenerators was limited by the fatigue life of the Ni-Ti plates. Both regenerators failed before 6000 cycles, highlighting the need to improve fatigue life of such a system.

5. Acknowledgements

Jaka Tušek would like to acknowledge Slovenian Research Agency (Project No. Z2-7219) for supporting this work. Chong-Yi Lee acknowledges support from a Region of Rhone-Alpes - Explo'ra Sup Grant for Student Mobility.


