Frequency Support from OWPPs connected to HVDC via Diode Rectifiers

Saborío-Romano, Oscar; Bidadfar, Ali; Göksu, Ömer; Cutululis, Nicolaos Antonio

Publication date:
2017

Document Version
Peer reviewed version

Citation (APA):

General rights
Copyright and moral rights for the publications made accessible in the public portal are retained by the authors and/or other copyright owners and it is a condition of accessing publications that users recognise and abide by the legal requirements associated with these rights.

- Users may download and print one copy of any publication from the public portal for the purpose of private study or research.
- You may not further distribute the material or use it for any profit-making activity or commercial gain
- You may freely distribute the URL identifying the publication in the public portal

If you believe that this document breaches copyright please contact us providing details, and we will remove access to the work immediately and investigate your claim.
The current technical connection requirements for HVDC-linked offshore generation are based on a paradigm having controllable grid-forming HVDC offshore terminals (e.g., VSCs), which is innately incompatible with passive, uncontrollable terminals such as DRs. However, before requirements specific for OWPPs connected via DRs can be established, more comprehensive studies are needed to assess the actual capabilities of such solutions to contribute to the secure operation of the networks that will be connected to them [6]–[9].

The main objective of the present study is to assess the actual capability of an OWPP to provide frequency support (FS) to an onshore alternating-current (AC) network, when connected through a HVDC link having a DR offshore terminal and a VSC onshore terminal [9]. The study also aims at examining the compatibility of corresponding higher-level controls previously devised for VSC-HVDC-connected OWPPs [10], [11]. Through such controls, the OWPP modifies its active power output according to the onshore frequency signal directly communicated to it.

Two kinds of frequency response are considered: primary frequency response (PFR) and fast frequency response (FFR). The PFR is based on an active-power-frequency droop, with the reserves from preventively curtailed operation considered as the source of additional active power during onshore under-frequency events. Based on the rate of change of the frequency deviation, the FFR is meant to contribute to the stabilisation of the onshore AC networks during the first stage of large frequency excursions. The kinetic energy stored in the rotating masses of the WT rotor and drive train systems is considered as the main source of additional power for such response during onshore under-frequency events [10], [12], [13].

While similar studies conducted for VSC-HVDC-connected OWPPs have focused on either the PFR or the FFR, drawing on either the reserves from curtailment or the stored kinetic energy [10], [11], [14], this study considers both kinds of frequency response and both sources of additional active power during onshore under-frequency events. Moreover, a method has been proposed for overloading the WTs, as an alternative to those available in the literature [11], [15].

The rest of the paper is organised as follows. In Section II, the investigated system is described, the main control algorithms are detailed, and the three different WT overloading methods are explained. In Section III, some of the considered
cases are described, and corresponding simulation results are presented and discussed. Finally, concluding remarks are made in Section IV, and considerations for future work are outlined in Section V.

II. MODELLING AND CONTROL

Figure 1 shows an overview of the investigated system and of the associated control structure. The system is comprised of an OWPP connected to an onshore AC network by means of a monopolar HVDC link and is based on those studied in [2], [4], [5]. Balanced/symmetric operation is assumed.

The WPP is modelled as an aggregated type-4 (full-converter) WT. Its DC link dynamics are not considered, and the corresponding voltage is thus assumed constant (ideally regulated). The front-end VSC injects the WT/WPP output power, \( P^* \), into the offshore AC network through the WT step-up transformer, \( T_W \), with leakage inductance \( L_W \).

The HVDC offshore terminal is modelled as a diode-based (uncontrolled) 12-pulse rectifier (diode rectifier, DR), with active power, \( P \), regulated. The front-end VSC injects the WT/WPP output active power, \( P_F \), into the offshore AC network through the WT step-up transformer, \( T_W \), with leakage inductance \( L_W \).

The HVDC offshore terminal is modelled as a lumped three-phase synchronous machine (SM) with its governor and turbine, and a three-phase load. The wind power penetration is 25% (i.e., the WPP is rated at 400 MW, in a 1600 MW system). The onshore frequency, \( f_{on} \), is calculated from the AC voltage measured at the HVDC onshore terminal’s point of connection with the onshore AC network and is transmitted directly to the OWPP. No communication delay is considered.

Switching effects and any delay due to the implementation of the pulse-width modulation (PWM) are neglected, and ideal average models are used for the power electronic converters. Moreover, the PWM is assumed to be done in the linear range, and the VSC filter dynamics are not considered.

A. WT Front-End VSC Control

The WT front-end VSC control, shown in Figure 2, is based on those described in [2], [4], [5]. It is implemented on a rotating reference frame (RRF) oriented on the voltage at the point of connection, \( U_F \), i.e., \( U_{F_1} = U_F \). The inner current control loops, shown in the right side of Figure 2, are comprised of proportional-integral (PI) controllers with decoupling terms and forward feeding of the measured \( U_{F_1} \). The outer control loops, shown in the left side of Figure 2, are based on the dynamics of \( C_F \) and include forward feeding of the measured active and reactive currents, \( I_{F_1} \) and \( I_{F_2} \), respectively. The offshore frequency control is implemented by means of a proportional regulator manipulating \( \delta_{F_1} \).

When the DR is not conducting, the WT/WPP operates in voltage control mode, in which a PI regulator controls \( U_F \) by means of \( I_{F_2} \). By having the HVDC onshore VSC control \( U_{Ia} \) and increasing the (offshore AC) voltage reference, \( U_{F_1}^* \), to a high enough value e.g., 1.1 p.u., the DR starts conducting and acts as a voltage clamp on \( U_F \) i.e., it no longer follows \( U_{F_1}^* \), as it is determined by \( U_{Ia} \) and the HVDC rectifier current, \( I_{R_{Ta}} \). The output of the voltage control: the active current reference, \( I_{F_1}^* \), reaches then its maximum value, \( I_{F_1,max}^* \), and the WPP/WT operates in current control mode. In this mode, \( F_T \) is controlled by manipulating \( P_{WPP}^* \), which indirectly limits \( I_{R_{Ta}} \). A voltage-dependent current order limiter (VDCOL) is used to protect the WT/WPP while allowing it to ride through faults.

B. WPP Active Power Control

To study the capability of the WT/WPP to provide FS to the onshore AC network, the model is extended to include the supervisory active power control at plant level, shown in Figure 3, based on the controllers proposed in [10], [11] for OWPPs connected to HVDC via VSCs. In the right side of Figure 3, a PI regulator controls the WPP active power output, \( P_{WPP} \), which is—in the studied system—equal to \( P_F \). A first-order low-pass filter (LPF) is applied to the corresponding measurement signal. Physical and control limits are modelled by means of corresponding restrictions on the regulator’s output value and its rate of change. \( P_{WPP}^* \) can be controlled to follow the WPP active power reference, \( P_{WPP}^* \), which is normally equal to or lower than the aerodynamic power available from the wind, \( P_{ava}(v) \), i.e., \( P^* = P_{WPP}^* \leq P_{ava}(v) \).
An internal aggregated model of the WPP, shown in the top-left area of Figure 3, is included to represent the WT rotor dynamics relevant to the study of FS from WPPs and the overloading of the WT. It is based on those used in [11], [16], [17] and consists mainly of an aerodynamic model, a mechanical model, a pitch control model and a maximum power point tracking (MPPT) look-up table.

1) Normal Production: If the WPP is not required to curtail its production, its WTs follow their normal production characteristic (MPPT curve) i.e., $P^* = P_{\text{MPPT}}(\omega_{\text{gen}})$. While operating on such curve, the WT aerodynamic efficiency is optimal for wind speeds lower than the nominal one, $v < 1 \text{ p.u.}$, the pitch control is inactive and the WTs operate at a constant zero pitch angle, $\theta = 0$. For higher wind speeds, the WTs run at rated power, and the pitch controller keeps the WT generator rotational speed, $\omega_{\text{gen}}$, at its nominal value [16] i.e., $P_{\text{MPPT}}(\omega_{\text{gen}} = \omega_{\text{gen}}^* = 1 \text{ p.u.}) = 1 \text{ p.u.}$

2) Curtailed Production: When the WPP curtails its production, $P^* = P_{\text{WPP}}^* < P_{\text{aero}} = P_{\text{MPPT}}(v)$, the power imbalance, $P_{\text{aero}} - P_{\text{WPP}}$, causes the WT rotors to accelerate until $\omega_{\text{gen}}$ reaches 1 p.u. To maintain $\omega_{\text{gen}} = 1 \text{ p.u.}$, the pitch control then increases $\theta$ (i.e., pitches the WT blades), which decreases the aerodynamic/mechanical power, $P_{\text{aero}}$, until power balance is restored, $P_{\text{aero}} = P_{\text{WPP}} < P_{\text{MPPT}} = 1 \text{ p.u.}$

3) Onshore Frequency Support: To provide FS to the onshore AC network, the base active power reference, $P_{\text{base}}$, is modified, as shown at the bottom of Figure 3, by means of an additional active power reference, $\Delta P_{\text{FS}}$, based on the onshore frequency, $f_{\text{on}}$, which is communicated continuously to the WPP i.e., $P^* = P_{\text{base}} + \Delta P_{\text{FS}}(f_{\text{on}})$. PFR is implemented by including in $\Delta P_{\text{FS}}$ a component, $\Delta P_{\text{PFR}}$, proportional to the deviation of $f_{\text{on}}$ from its nominal/reference value, $f_{\text{on}}^\text{nom} = 1 \text{ p.u.}$, calculated using a given (piecewise-defined) droop characteristic. Moreover, a component, $\Delta P_{\text{FFR}}$, pro-
portional to the rate of change of such deviation, $df_{on}/dt$, is added to provide FFR.

4) WT Overloading: In order to extract kinetic energy from their rotating masses, WTs are overloaded when providing FFR during onshore under-frequency events. During overloading, $P^* = P_{base} + \Delta P_{FS} > P_{aero} \leq P_{ava}(v)$, the power imbalance, $P_{aero} < P_{WPP}$, causes the WT to decelerate ($\omega_{gen}$ decreases), which results in $P_{MPPT}$ also decreasing. After releasing the overloading, the WTs are allowed to recover their speed by operating on the MPPT curve, $P^* = P_{MPPT} \leq P_{aero}$, until $P_{WPP} = P_{aero} = P_{base} + \Delta P_{FS}$.

Three WT overloading methods are considered, based on three different approaches to setting $P_{base}$ during overloading (inputs to the selection switch in the left side of Figure 3).

In the External MPPT method, $P_{base}$ is fixed at the (frozen) value of $P_{MPPT}$ just before the start of the overloading [11], [15]. $P_{base} = P_{MPPT}$, whereas in the proposed External Reference method it is set externally, $P_{base} = P_{WPP}$. By using the latter, $P_{base}$ can be set to a different value e.g., a value of less than $P_{MPPT}$, in the case of preventively curtailed production. In the Internal method, the WT dynamics are considered during overloading by having $P_{base} = P_{MPPT}$, resulting in a smaller decrease in $P_{WPP}$ after releasing the overloading [11], [15].

III. SIMULATION RESULTS

Results of the performed electromagnetic transient (EMT) simulations are presented in Figure 4 and Figure 5. The OWPP production is curtailed preventively to provide active power reserves of 10%, so that initially, $P_{WPP} = P_{ava}(v) - 0.1 \text{ p.u.} = \omega_{gen} = 1 \text{ p.u.} = P_{MPPT}$ (see Section II-B2). Frequency events are simulated by means of $\pm15\%$ load step changes (i.e., $\pm240 \text{ MW}/1600 \text{ MW}$) at $t = 0.5 \text{ s}$. The average wind speed, $v$, is considered constant during each simulation. Each figure includes base case responses, corresponding to no FS from the WPP to the onshore AC network (i.e., the frequency response consisting solely of that of the SM). The grey and red signals in each figure represent the base case, CBase, and the case with the OWPP providing PFR only, CP, respectively. As can be seen in Figure 4 and Figure 5, the frequency response can be improved by having the OWPP provide FS to the onshore AC network.

The WPP response to an onshore over-frequency event at low wind speed is shown in Figure 4. The curves in black represent the addition of FFR to the FS, CPF. Since no additional power is needed, the WTs are not overloaded. By decreasing $P_{WPP}$, the WPP’s PFR reduces $f_{on}$ and maintains it at a lower value for as long as the wind allows, as depicted in CP. However, the decrease in $P_{WPP}$ is restricted by the minimum production limit, $P_{WPP} \geq 2.5\%$, imposed by the non-linear properties of the DR [13]. In reaction to the corresponding increase in $\omega_{gen}$, the pitch control pitches the WTs so as to maintain $\omega_{gen}$ at 1 p.u.

The addition of the FFR improves the onshore FS further by reducing the rate of change of frequency (ROCOF) just after the event, also reducing the frequency zenith as a consequence. Nevertheless, the constraints imposed on the rate of change of the WT active power references, $-0.1 \text{ p.u.}/s \leq dP_{gen}^*/dt \leq 0.1 \text{ p.u.}/s$, limit the speed of such response and thus the corresponding improvement in the onshore FS. To further improve the frequency response, the restriction $dP_{gen}^*/dt < 0$ is briefly applied following the frequency zenith, on which $\Delta P_{FR}(df_{on}/dt)$ changes sign.

Figure 5 illustrates the response of the WPP to an onshore under-frequency event at high wind speed. The three last sets of curves depict the addition of FFR to the FS, overloading the WTs with a different method in each case (see Section II-B4). The overloading is released at $t = 13 \text{ s}$. The Internal method is used in the case represented by the blue signals, CPFI, whereas the yellow and green curves correspond to the cases in which the External Reference, CPFE-ref, and External MPPT, CPFE-MPPT, methods are applied, respectively.

Drawing on the active power reserves, the WPP’s PFR increases $f_{on}$ by increasing $P_{WPP}$ and maintains it at a higher value for as long as the wind allows, as illustrated in CP. As depicted in CPFE-ref, the addition of the FFR improves the onshore FS further by reducing the ROCOF just after the event, also reducing the frequency nadir as a consequence. However, the speed of such response and corresponding improvement in the onshore FS is limited by the restrictions imposed on $dP_{gen}^*/dt$, as in CPF in Figure 4. To further improve the frequency response, the constraint $dP_{gen}^*/dt \geq 0$ is briefly applied following the frequency nadir, on which $\Delta P_{FR}(df_{on}/dt)$ changes sign. As opposed to CPFE-MPPT and CPFI, the lower value given in this case to the base power reference, $P_{base} = P_{WPP} = 0.9 \text{ p.u.}$ produces no overloading of the WTs (i.e., the active power reserves suffice for the provision of both PFR and FFR).

If $P_{base}$ is set to a high enough value (e.g., 1 p.u.), the WTs are overloaded and the WPP produces more than...
the available aerodynamic power, \( P_{\text{ava}}(v) = 1 \text{ p.u.} \), at the expense of a reduction in \( \omega_{\text{gen}} \), as shown in CPFE-MPPT and CPFI. This results in a further reduction of the ROCOF just after the event and thus of the nadir. Such reduction is, however, also limited by the restrictions imposed on \( dP_{F}^{*}/dt \), making such and any further improvement to the onshore FS smaller.

Fixing the value of \( P_{\text{bas}} \), at \( P_{\text{MPPTo}} = 1 \text{ p.u.} \) in CPFE-MPPT results in an overproduction of at least 5% for about 10 s, until the overloading is released. As a consequence, \( f_{\text{on}} \) is increased and maintained at a value higher than in CP and CPFE-ref. When the overloading is released, \( P_{\text{WPP}} \) and \( f_{\text{on}} \) are reduced as the WTs recover their speed, producing a new under-frequency event with a nadir much greater than the original one in CBase. Moreover, the constraints imposed on \( dP_{F}^{*}/dt \) worsen the new event by extending its duration. If, however, the Internal method is used for overloading the WTs, as in CPFI, \( P_{\text{WPP}} \) follows the reduction in \( P_{\text{MPPT}}(\omega_{\text{gen}}) \) during the overloading and reaches \( P_{\text{ava}}(v) = 1 \text{ p.u.} \) within a few seconds. Such reduction in the overproduction period results in a shorter recovery (underproduction) period (after releasing the overloading) with much smaller reductions in \( P_{\text{WPP}} \) and \( f_{\text{on}} \).

### IV. Conclusions

The simulation results suggest that OWPPs connected to HVDC via DRs can in principle provide FS to onshore AC networks by means of plant-level active power control strategies already developed for OWPPs connected to HVDC via VSCs. Employing such strategies, the OWPPs can provide PFR during an onshore frequency events, reducing the frequency deviation and maintaining it at a lower value for as long as the wind allows. Moreover, preventively operating OWPPs constantly curtailed can provide the additional active power needed for providing such response during onshore under-frequency events. The minimum production limit (e.g., 2.5%), imposed by the non-linear properties of the DRs, may, nevertheless, restrict such capability during onshore over-frequency events at low wind speeds.

The OWPPs can improve the onshore FS by also providing FFR, reducing the ROCOF just after the frequency event, also reducing the frequency nadir/zenith further as a consequence. Such improvement, however, will be limited by the constraints imposed on the active power references dispatched to the WTs, \( P_{F}^{*} \). In the proposed External Reference method for overloading the WTs, the base active power reference can be set externally e.g., to a value different than those in the other two overloading methods. By overloading the WTs, the OWPPs can also provide more than the available aerodynamic power (overproduce) for several seconds during an onshore under-frequency event, as has been illustrated for high wind speed conditions. This, nonetheless, can result in a—possibly worse—new onshore frequency event during the recovery (underproduction) period. Moreover, it may even be unnecessary if active power reserves from curtailed operation are available, as such reserves may suffice for the provision of both PFR and FFR.

### V. Future Work

Communication delays will be considered in future related studies, and the models will be extended to include several (aggregated) WPPs/WTs/WT strings.

### VI. Acknowledgement

This work has received funding from the European Union’s Horizon 2020 research and innovation programme under grant agreement No 691714.

### References


